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ALL PIPING SHOWN IN BOX IS INTEGRAL TO
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NOTES:
1. PROVIDE A THERMOMETER IN ADDITION TO TEMPERATURE SENSOR AT ALL

LOCATIONS SHOWING A TEMPERATURE SENSOR.
2. REFER TO MECHANICAL AND PLUMBING DETAILS FOR ADDITIONAL VALVES,

FITTINGS, AND SENSING DEVICES NOT SPECIFICALLY IDENTIFIED ON FLOW
DIAGRAM.
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